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NOTES: (FOR LIGHTING AND SIGN ILLUMINATION CONTROL)

1.

The ballast voltages of lighting fixtures and luminaires
shall match line service voltages.

. Voltage rating of photoelectric controls shall conform

to the service voltage indicated on the plans.

. Terminal strip shall be pravided for wiring to fixtures.

. Types SC1A, SC2A, SC3A are similar to Types SC1, SC2 and SC3

respectively except test switch and wiring are not required.
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